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SCALE:  1/4" = 1'-0"E-401
C3 ELEC ROOM 111 - POWER

SCALE:  1/4" = 1'-0"E-401
A3 MECH ROOM 107 - POWER

SCALE:  1/4" = 1'-0"E-401
A2 COMM 109 - POWER

SCALE:  1/4" = 1'-0"E-401
A1 NMCI 108 - POWER

2' 4' 8'0'
1/4" =1'-0"

GRAPHIC SCALE:

KEYED NOTES: #KEYED NOTES:
1. CONNECT TO SPARE CIRCUIT BREAKER IN EXISTING

PANELBOARD.
2. REMOVE APPROXIMATELY FIVE (5) RECEPTACLES

FROM THE PORTION OF THE WALL THAT IS TO BE
DEMOLISHED.  REMOVE CONDUIT AND CONDUCTORS
BACK TO SOURCE.  MAINTAIN POWER TO ADJACENT
WORKSTATION CONSOLES.

3. PROVIDE NEMA 5-20R RECEPTACLES TIGHT TO SLAB
UNDERNEATH RAISED FLOOR AT EACH J-BOX
LOCATION.  COORDINATE THE EXACT LOCATION WITH
THE GOVERNMENT.

4. UPS BACKED RECEPTACLE FOR LOCKHEED MARTIN
NETWORK SWITCH.   COORDINATE EXACT LOCATION
WITH OWNER.

5. FOR THE (4) CONNECTIONS SHOWN:  PROVIDE (3)L5-30R
RECEPTACLES AND (1) NEMA L5-20R RECEPTACLE
TIGHT TO SLAB UNDERNEATH RAISED FLOOR.
COORDINATE THE EXACT LOCATION WITH THE
GOVERNMENT.

6. PROVIDE ASTRONOMICAL TIMECLOCK RATED FOR 277V
LIGHTING CIRCUITS AND 120V CONTROL.

7. VERIFY SWITCHBOARD DIMENSIONS PRIOR TO SHOP
DRAWING SUBMITTAL AND PROCUREMENT .

8. RACK MOUNT AHU/RAF/DOAS/BCU(S) VFD(S) AND
DISCONNECT FOR THE DWH IN FRONT OF UNITS.
COORDINATE WITH ANY UNIT ACCESS PANELS OR
MAINTENANCE AREAS, AND WORKING CLEARANCE
ABOVE.

9. MOUNT RECEPTACLE TO DOAS UNIT FOR CP-1 PUMP,
GFI.  CONNECT TO CIRCUIT LV1-2.

#

PLAN
NORTH

SCALE:  1/8" = 1'-0"
B470 - PARTIAL SECOND FLOOR

SCALE:  1/4" = 1'-0"E-401
2 DATA/EQUIP 209 - POWER
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